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Ved brug af EL-veerktgj saettes momentet til laveste veerdi
Tilspaending af moment skal ske manuelt

When using power tools, set torque on lowest value
Tighting must be manual
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Kabelenderne rengares
Clean the end of the cable
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Moment: Min. 13 Nm - Max. 15 Nm =
‘ Torque:  Min. 13 Nm - Max. 15 Nm (l B
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0BS! Husk at spande skruen til NUL-skin4

OBS! Remember the screw for the PEN-busbar 1!
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Denne sikringsliste er udviklet til energidistribution, hvor kobling og/eller isolering af en enkelt fase kan veere
ngdvendig. Den ma ikke anvendes, hvor der er krav om 3-faset koblingsudstyr.

This device is intended for power distribution systems where switching and / or isolation of an individual phase
may be necessary. The device can not be used for switvhing of the primary circuit of 3-phase equipment.
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